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each container must be marked to
show:

(1) DOT–2Q.
(2) Name or symbol of person making

the mark specified in paragraph (a)(1)
of this section. Symbol, if used, must
be registered with the Associate Ad-
ministrator.

(b) [Reserved]

[Amdt. 178–40, 41 FR 38181, Sept. 9, 1976, as
amended by Amdt. 178–97, 56 FR 66287, Dec.
20, 1991; 66 FR 45386, Aug. 28, 2001]

Subpart C—Specifications for
Cylinders

SOURCE: Amdt. 178–114, 61 FR 25942, May 23,
1996, unless otherwise noted.

§ 178.35 General requirements for
specification cylinders.

(a) Compliance. Compliance with the
requirements of this subpart is re-
quired in all details.

(b) Inspections and analyses. Chemical
analyses and tests as specified must be
made within the United States unless
otherwise approved in writing by the
Associate Administrator, in accordance
with § 173.300b of this subchapter. In-
spections and verifications must be
performed by—

(1) An independent inspection agency
approved in writing by the Associate
Administrator, in accordance with
§ 173.300a of this subchapter; or

(2) For DOT Specifications 3B, 3BN,
3E, 4B, 4BA, 4D (water capacity less
than 1,100 cubic inches), 4B240ET,
4AA480, 4L, 8, 8AL, 4BW, 39 (marked
service pressure 900 p.s.i.g. or lower)
and 4E manufactured in the United
States, a competent inspector of the
manufacturer.

(c) Duties of inspector. The inspector
shall determine that each cylinder
made is in conformance with the appli-
cable specification. Except as other-
wise specified in the applicable speci-
fication, the inspector shall perform
the following:

(1) Inspect all material and reject
any not meeting applicable require-
ments. For cylinders made by the bil-
let-piercing process, billets must be in-
spected and shown to be free from pipe,
cracks, excessive segregation and other
injurious defects after parting or, when
applicable, after nick and cold break.

(2) Verify the material of construc-
tion meets the requirements of the ap-
plicable specification by—

(i) Making a chemical analysis of
each heat of material;

(ii) Obtaining a certified chemical
analysis from the material manufac-
turer for each heat of material (a ladle
analysis is acceptable); or

(iii) If an analysis is not provided for
each heat of material by the material
manufacturer, by making a check anal-
ysis of a sample from each coil, sheet,
or tube.

(3) Verify compliance of cylinders
with the applicable specification by—

(i) Verifying identification of mate-
rial is proper;

(ii) Inspecting the inside of the cyl-
inder before closing in ends;

(iii) Verifying that the heat treat-
ment is proper;

(iv) Obtaining samples for all tests
and check chemical analyses;

(v) Witnessing all tests;
(vi) Verify threads by gauge;
(vii) Reporting volumetric capacity

and tare weight (see report form) and
minimum thickness of wall noted; and

(viii) Verifying that each cylinder is
marked in accordance with the applica-
ble specification.

(4) Furnish complete test reports re-
quired by this subpart to the maker of
the cylinder and, upon request, to the
purchaser. The test report must be re-
tained by the inspector for fifteen
years from the original test date of the
cylinder.

(d) Defects. A cylinder may not be
constructed of material with seams,
cracks, laminations, or other injurious
defects.

(e) Safety devices. Safety devices and
protection for valves, safety devices,
and other connections, if applied, must
be as required or authorized by the ap-
propriate specification, and as required
in §§ 173.34 and 173.301 of this sub-
chapter.

(f) Markings. Markings on a DOT
Specification cylinder must conform to
applicable requirements.

(1) Each cylinder must be marked
with the following information:

(i) The DOT specification marking
must appear first, followed imme-
diately by the service pressure. For ex-
ample, DOT–3A1800.
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(ii) The serial number must be placed
just below or immediately following
the DOT specification marking.

(iii) A symbol (letters) must be
placed just below, immediately before
or following the serial number. Other
variations in sequence of markings are
authorized only when necessitated by a
lack of space. The symbol and numbers
must be those of the manufacturer.
The symbol must be registered with
the Associate Administrator; duplica-
tions are not authorized.

(iv) The inspector’s official mark and
date of test (such as 5–95 for May 1995)
must be placed near the serial number.
This information must be placed so
that dates of subsequent tests can be
easily added. An example of the mark-
ings prescribed in this paragraph (f)(1)
is as follows:

DOT–3A1800
1234
XY
AB 5–95

Or;
DOT–3A1800–1234–XY
AB 5–95

Where:

DOT–3A = specification number
1800 = service pressure
1234 = serial number
XY = symbol of manufacturer
AB = inspector’s mark
5–95 = date of test

(2) Additional required marking must
be applied to the cylinder as follows:

(i) The word ‘‘spun’’ or ‘‘plug’’ must
be placed near the DOT specification
marking when an end closure in the
finished cylinder has been welded by
the spinning process, or effected by
plugging.

(ii) As prescribed in specification 3HT
(§ 178.44) or 3T (§ 178.45), if applicable.

(3) Marking exceptions.
(i) A DOT 3E cylinder is not required

to be marked with the inspector mark.
(ii) An identifying lot number may be

marked on the cylinder in place of a se-
rial number for cylinders not over 2
inches outside diameter or for cyl-
inders with a volumetric capacity not
exceeding 60 cubic inches. Each lot
shall not have over 500 cylinders.

(4) Unless otherwise specified in the
applicable specification, the markings
on each cylinder must be stamped

plainly and permanently on the shoul-
der, top head, or neck.

(5) The size of each marking must be
at least 0.25 inch or as space permits.

(6) Other markings are authorized
provided they are made in low stress
areas other than the side wall and are
not of a size and depth that will create
harmful stress concentrations. Such
marks may not conflict with any DOT
required markings.

(g) Inspector’s report. Each inspector
shall prepare a report containing, at a
minimum, the applicable information
listed in CGA Pamphlet C–11 or, until
October 1, 1997, in accordance with the
applicable test report requirements of
this subchapter in effect on September
30, 1996. Any additional information or
markings that are required by the ap-
plicable specification must be shown
on the test report. The signature of the
inspector on the reports certifies that
the processes of manufacture and heat
treatment of cylinders were observed
and found satisfactory.

(h) Report retention. The manufac-
turer of the cylinders shall retain the
reports required by this subpart for 15
years from the original test date of the
cylinder.

[Amdt. 178–114, 61 FR 25942, May 23, 1996, as
amended at 66 FR 45185, Aug. 28, 2001]

§ 178.36 Specification 3A and 3AX
seamless steel cylinders.

(a) Type size and service pressure. In
addition to the requirements of § 178.35,
cylinders must conform to the fol-
lowing:

(1) A DOT–3A cylinder is a seamless
steel cylinder with a water capacity
(nominal) not over 1,000 pounds and a
service pressure of at least 150 psig.

(2) A DOT–3AX is a seamless stainless
steel cylinder with a water capacity
not less than 1,000 pounds and a service
pressure of at least 500 psig, con-
forming to the following requirements:

(i) Assuming the cylinder is to be
supported horizontally at its two ends
only and to be uniformly loaded over
its entire length consisting of the
weight per unit of length of the
straight cylindrical portion filled with
water and compressed to the specified
test pressure; the sum of two times the
maximum tensile stress in the bottom
fibers due to bending, plus that in the
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